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EXISTING LOW VOLTAGE DUCT BANK

EXISTING LOW VOLIAGE HANDHOLE

EXIST, CONTROL WIRING TERMINAL
CABINET

EXIST AUX. PILOT RELAY PANEL FO!

EXISTING PLUG CUTOUT CABINET

24'-0"

[EXIST]NG HIGH VOLTAGE WIREWAY

(
EXISTING 30" X 30" X 8" NEMA 1 ]H i
JUNCTION BOX
R\

i

TXY A~C, TXY A-D, TXY A~E, TXY
B, TXY F, & RWY 12-30

EXIST AUX. PILOT RELAY PANEL FOR
TXY G, ANY 1836, & RWY 6~24 \

EXIST SPARE AUX. PILOT RELAY PANEL T~
EXIST REGULATOR CONTROL PANEL

2 46 XLP-USE, 2 §6 XLP-USE NEUTRAL,
2 46 GND IN 2" GRSC TO LOW VOLTAGE
HANDHOLE. EXISTING WIREWAYS, PULL,
BOXES & SPARE DUCTS MAY BE USED FOR
ACCESS TO THE LOW VOLTAGE HANDHOLE
WHERE AVAIABLE, CONTRACTOR 1S
RESPONSIBLE FOR ALL FIELD VERIFICATIONS,
CONDUIT, CORING, PATCHING, ETC, AS
REQUIRED TO Accss THE LOW VOLTAGE
HANDHOLE & DUCT BANK SYSTEM.
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NOTES

ALL VAULT WORK AND/OR POWER OUTAGES SHALL BE COORDINATED WITH THE AIRPORT DIRECTOR
AND THE RESIDENT ENGINEER.

SEE "ELECTRICAL ONE LINE DIAGRAM FOR RUNWAY 6 & RUNWAY 36 WIND CONES™ SHEET FOR
INFO ON WIRING REQUIREMENTS.

HIGH VOLTAGE AND LOW VOLTAGE CIRCUITS SHALL NOT BE INSTALLED IN THE SAME RACEWAY.
ELECTRICAL POWER & WIND CONE CONTROL WORK FOR RUNWAY 6 & RUNWAY 36 WIND CONES
SHALL BE PAID FOR UNDER AR800581 ELECTRIC PONER FOR RUNWAY 6 & RUNWAY 36 WIND
CONES PER LUMP SUM. ALL POWER & CONTROL CABLE AT THE VAULT AND INTO THE LOW
VOLTAGE HANDHOLE ADJACENT TO THE VUALT SHALL BE PAID FOR UNDER ARB00S81.

ALL EQUIPMENT NOT LABELED AS EXISTING IS NEW.
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EXSTING 500 AP WAN SERVCE—

FUSIBLE DISCONNECT. NOTE 200
AMP SERVICE FUSIBLE DISCONNECT
LOCATED ABOVE IS NOT SHUWN

EXIST 19 UTLAY METER

EXISTING UTILITY XFMR

1

51\ EXIST DAY TANK

I~ EXIST START BATTERY
& RACK

EXIST ENGINE
GENERATOR SET

EXISTING 3 PHASE SERVICE PANEL
EXISTING ELECTRICAL
Hi

AUTO TRANSFER

ELECTRICAL VAULT PLAN FOR

LE’J\msnm: 38 UTRITY NETER

EXIST UTILITY SWITCHGEAR -; F \\
EXISTING 600 AWP, 2 POLE. 120/240VAC,

\-DGSI'ING UTILITY XFMR

RWY 6 & RWY 36 WIND CONES
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